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1. Introduction 
In off-grid wind power systems (WPS) a power source generates the power which is 
comparable to the consumed power. Solving electromagnetic compatibility (EMC) problems in 
such a WPS is directly related to power quality issues. High levels of low- and high-frequency 
conducted emissions in a WPS worsen the quality of consumed electric power, increase power 
losses, and adversely affect reliability of connected appliances. The indicated problems should 
be addressed in the WPS design phase. Here, power quality and EMC related criteria have to 
be given a high rank when choosing the structure and parameters of a WPS.  
The mission of this chapter is to provide grounds for practical application of both a 
mathematical model of WPS and a method for parametric synthesis of a WPS with specified 
requirements to EMC and electric power quality. 
The present chapter is focused on a simulation-based spectral technique for power quality 
and EMC design of wind power systems including a power source or synchronous 
generator (G), an AC/DC/AC converter and electronic equipment with power supplies 
connected to a power distribution network. A block diagram of a typical WPS is shown in 
Fig. 1 (EMC Filters Data Book, 2001), (Grauers, 1994). 
Three-phase filter 1 is connected to the generator side converter in order to suppress current 
harmonics caused by the rectifier circuit. An output Г-filter placed after the AC/DC/AC 
converter comprises inductance L and capacitor C. It is designed for filtering emissions 
caused by pulse-width modulation (PWM) in the AC/DC/AC converter.  
Single-phase filter 2 (shown with the dash line) is connected to the load side inverter. It 
protects the load from low frequency current harmonics impressed by the AC/DC/AC 
converter. 
A synchronous generator and an AC/DC/AC converter are the key elements of a WPS. The 
AC/DC/AC converter is a source of low-frequency conducted emissions. They cause 
voltage distortions at the synchronous generator output, thereby reducing the quality of the 
supplied voltage and increasing active losses. The pulse-width modulation (PWM) in the 
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AC/DC/AC converter is the main source of high-frequency emissions as well as single-
phase non-linear loads, such as a switch mode power supply (SMPS). High-frequency 
emissions create EMC problems in a WPS. 
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Fig. 1. Block diagram of a wind power system 
The described problems of EMC and power quality can be solved on the basis of a complex 
approach, via designing a filtering system.  
Parametric synthesis of the system of harmonic, EMC and active filters constitute an 
important practical task in variant design of WPS. 
The task of computer aided design of the filtering system can be solved through application of the 
simulation-based spectral technique (Belov et al., 2006). The spectral technique utilizes 
multiple calculations of current and voltage spectra in the nodes of WPS during the power 
quality and EMC design procedure. It essentially differs from the filter design methods 
based on the insertion loss technique (Temes et al, 1973), since it can search for WPS 
frequency response and for the corresponding filter circuit given the EMC and power 
quality requirements for WPS. Change in the WPS frequency response during design is 
reflected in the spectral technique. In the proposed spectral technique, power converters and 
power supplies are described with complete non-linear models.  
A general WPS includes a number of AC/DC/AC converters. Therefore, a WPS modeling 
methodology is developed that computes the WPS frequency response. The modeling 
methodology developed for a general multi-phase electric power supply system has the 
following features: 
• Operation of all switching elements is implemented in the WPS model, for arbitrary 
cascade circuits including bridge converters in single-phase, three-phase and, generally, 
m-phase realizations. 
• Modelling of a three-phase and, generally, an m-phase synchronous generator is 
performed according to complete equations written in dq0 co-ordinates. 
Mathematical modelling of power quality and EMC in the WPS is performed on the basis of 
the multi-phase bridge-element concept (B-element concept), (Belov et. al., 2009). This 
concept corresponds well both to the structure and to the operation principles of an 
AC/DC/AC converter, being efficiently tied both to the transient phenomena in electrical 
machines and to the PWM techniques.  
Mathematical models of single- and three-phase devices in WPS are obtained as a particular 
case of multi-phase B-element concept. In the complete model of a WPS, the AC/DC/AC 
converter is represented in m-phase co-ordinate system, whereas electro-mechanical 
converters are represented in dq0 co-ordinates, thereby contributing to modelling efficiency 
and validity of the results; it will be demonstrated by computational experiments, 
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performed for the WPS including an active filter integrated into the voltage inverter of the 
AC/DC/AC converter 
2. Spectral technique for power quality and EMC design of wind power 
systems 
The problem of EMC and power quality design of the WPS shown in Fig. 1 may include 
calculation of filter 1 and filter 2 which can be either active or harmonic filters, as well as any 
additional filter installed in the WPS. The steps of the simulation-based spectral technique 
will thus be formulated on the example of a general filter. 
Calculation of the filter includes an optimization procedure. Objective function and 
constraints are defined based on application reasons. For example, the total reactive power 
Q of the filter capacitors defines the volumetric dimensions of the filter, which in some 
applications is an important design criterion. Minimization of the total reactive power of 
filter capacitors can be performed for a passive harmonic filter (Belov et al., 2006). Active 
and hybrid filters also include capacitors. In this case, minimization of the total reactive 
power of filter capacitors can be performed along with solving the optimal control problem. 
The filter optimization problem includes constraints regarding EMC and power quality in 
WPS nodes. Power quality in WPS is presented by electric power quality indices, THD and 
DPF. The constraints relate the filter component values to the electric power quality indices. 
Constraints can be specified e.g. for the capacitors’ peak voltage and the WPS frequency 
response. The latter addresses the EMC requirements. 
The spectral technique for power quality and EMC design includes the following steps (see 
Fig. 2). 
Step 1. Specifying WPS structure and parameters. WPS elements are defined by component 
values (resistance, inductance and capacitance), electrical characteristics (e.g. SG 
total power), and control parameters (e.g. commutation delay of an AC/DC 
converter). 
Step 2. Specifying desired power quality. Desired power quality in WPS is presented by THDD 
and DPFD, specified according to power quality regulations. They are brought to a 
matrix EPQdesired. Each row in EPQ-matrix corresponds to a node in WPS, and each 
column corresponds to a power quality index.  
Step 3. Specifying desired EMC. In order to identify EMC problem in WPS, a designer uses 
regulations for conducted emissions, related to the equipment’s power supplies 
connected to WPS. 
Step 4. Calculation of voltage and current spectra. The calculation procedure utilizes a 
complete mathematical model of WPS to reflect essential non-linear processes in 
elements of WPS. A set of ordinary differential equations with discontinuous right-
hand sides is numerically solved in time domain. The FFT technique is then used 
for calculating current and voltage spectra in WPS.  
Step 5. Forming an updated EPQ-matrix. Calculated voltage and current spectra are used for 
forming an updated EPQ-matrix (EPQupdated). THD and DPF are calculated 
according to the following well-known equations in the node of WPS where power 
quality is monitored: 
 
=
= ∑ 2 1/2 1
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Fig. 2. Block diagram of the simulation-based spectral technique 
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Step 6. Comparing EPQupdated with EPQdesired and identifying EMC/power quality problem. The 
desired EPQ-matrix is subtracted from the updated EPQ-matrix. If the matrix 
difference contains elements with the absolute values smaller than tolerance values 
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specified for each power quality index, then the power quality problem has been 
solved. Additionally, voltage and/or current spectra at the power supplies’ output 
have to be compared with EMC regulations for conducted emissions. If a power 
quality and/or an EMC problem are identified, an expert decision has to be taken. 
Otherwise, the design process is finished. 
Step 7. Expert decision. At the first pass of the algorithm the expert decision is installing a 
filter in the node of WPS with a poor power quality or EMC The choice of filter 
circuit and the filtered frequencies depends on the EPQ-matrices, the tolerance 
values, and the rms-values of current harmonics. Constraints for the WPS frequency 
response are specified by the designer. Some other constraints can be included, e.g. 
for the filter capacitors’ peak voltage. These constraints will be used in the filter 
optimization procedure along with the power quality requirements defined in 
step 2. At the next passes of the algorithm two types of expert decision are possible. 
One of them is direct passing to step 8 with current and voltage spectra calculated 
in step 4 as the new input data for filter optimisation. Since the filter circuit has not 
been refined, the  constraints are unchanged. The other expert decision is 
refinement of the filter circuit. In case of designing a passive filter, a resonant 
section can be added to the filter circuit. For an active or a hybrid filter, the 
refinement of the filter circuit would consist e.g. in adding passive components. 
Refinement of the filter circuit might lead to changing the constraints.  
Step 8. Filter optimisation. The non-linear model is replaced by an algebraic model of WPS 
including the filter. Filter component values are determined by solving a non-linear 
programming problem, given the constraints for power quality indices (defined by 
EPQdesired), for EMI (the WPS frequency response), and other constraints. The total 
reactive power of filter capacitors can be used as the minimization criterion-
minimized.  
Checking the filter performance is implemented by passing to step 4, where current and 
voltage spectra are calculated taking into account the power filter designed in step 8. 
Passing to step 4 can be explained by loss of some properties of WPS due to the simplified 
algebraic model neglecting non-linear properties of the filter in step 8. EPQupdated is then 
compared to EPQdesired, and emission levels are compared to EMC regulations (step 6). A 
new expert decision is made (step 7), etc. 
An example of application of the presented spectral technique, including a harmonic filter 
optimization is provided in (Belov et al., 2006). The optimization method was chosen from 
(Himmelblau, 1972). 
3. Multi-phase electric power supply system modeling methodology  
3.1 Multy-phase system elements and modeling requirements  
Multi-phase electric power supply systems with the number of phases p > 3 have a number 
of advantages as compared to conventional three-phase systems. They include lower 
installed power of ac-machines at fixed dimensions, more compact power transmission line 
at equal carrying power, lower current loading per phase to result in lower-power 
semiconductor devices and more compact control equipment, wider range of speed control, 
and lower level of noise and vibration for electrical machines. Analysis and design methods 
for multi-phase electric power supply systems have been addressed by a number of authors, 
e.g. in (Binsaroor et al., 1988), (Toliyat et al., 2000). However, they are still not well 
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developed for independent power supply systems, where generated power and the 
consumed power are comparable. The tendency to consider multi-phase systems in the 
variant design (Brown et al., 1989) should be addressed in the modelling software enabling a 
common CAD environment for electric power supply systems, consisting of elements with 
different number of phases in feeding lines. 
A general multi-phase electric power supply system includes a p-phase synchronous 
generator SG (p is a prime integer), power transmission line, an AC/DC/AC power 
converter and an ac-load. Additional multi-phase filters can be included in the power 
system. 
Reducibility to a canonical form is the main requirement the mathematical models of power 
system’s elements have to satisfy. It is related to the properties of a CAD tool designed for 
integrating element models to the complete mathematical model of the electric power 
supply system. The canonical form for mathematical models of the p-phase system elements 
is given by equation (3): 
 DBui
dt
d
dqdq += 00   (3) 
where 0dqi  is the vector of phase currents of a multi-phase element in dq0 rotating 
coordinate system obtained by transformation from the multi-phase stationary coordinate 
system; B is the matrix containing the parameters of the modelled element (SG, AC/DC/AC 
converter, ac-load, and filters); 0dqu  is the vector of phase voltages in the node where the 
multi-phase element is connected to the power transmission line, D  is the vector dependent 
of 0dqi . Vector D  is recalculated in each step of integration of equation (3).  
Integrating of the models of the system elements into the complete mathematical model of 
the multi-phase electric power supply system is performed by means of equation (4) for 
multi-phase power transmission line (Belov, 1993): 
 ),)(()( 02
'
22
1
210 ΣΣ
−
Σ +++−= dqdq IRKLKDLKBLKKU   (4) 
where dtdKK /2
'
2 = , )( jLdiagL = , )( jRdiagR = , j = 1, 2, …,N, and N is the number of 
nodes in the power transmission line. Block-matrices K1 and K2 describe the structure of the 
power transmission line. Being multiplied by the vector of node voltages Udq0, sub-diagonal 
block-matrix K1 expresses the potential difference between the neighbouring nodes. The 
number of columns and the number of rows in this block-matrix are equal to the number of 
nodes in the power transmission line. An element of block-matrix K1 is a non-zero matrix 
when an interconnecting line is connected to the corresponding nodes. Super-diagonal 
block-matrix K2 is for reduction of the node currents contained in vector Σ0dqI  to a base 
coordinate system. The base coordinate system can be a dq0 system of any synchronous 
generator. This is the case when several generators are connected to the power transmission 
line. The rows and columns of matrix K2 are constructed similarly to matrix K1. The row 
corresponding to the interconnecting line where the selected generator is connected is filled 
with only non-zero matrices, since the current of this line is the sum of all node currents. A 
node current, in its turn, is the sum of currents through the system’s elements, connected to 
a particular node of the power transmission line. In the other rows of block-matrix K2, non-
zero matrices are placed on the crossing with the columns corresponding to the nodes, 
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whose currents are summated in a particular interconnecting line. Block-matrices K1, K2 are 
built of matrices ⎥⎥⎦
⎤
⎢⎢⎣
⎡
− ijij
ijij
δδ
δδ
cossin
sincos
 and ⎥⎥⎦
⎤
⎢⎢⎣
⎡ −
ijij
ijij
δδ
δδ
cossin
sincos
, where ijδ  is determined from 
equation (5): 
 jiij dtd ωωδ −=)/( ,  (5) 
where iω  and jω  are the angular speed values for rotating dq0 coordinate systems in the 
neighboring nodes of the power transmission line.  
3.2 Model of multi-phase synchronous generator 
For mathematical modelling of power system elements with arbitrary number of electrical 
phases, it is necessary to have a general operator CP. It can be obtained in the process of 
construction of the mathematical model for the p-phase synchronous generator (p is a prime 
integer, which can be represented as p = 2k+1, k = 1, 2, 3, 5, …) (Belov et al., 2004). Let us 
consider SG with p+3 magnetically coupled circuits: p phase windings which are stationary 
and three rotor circuits which are rotating: one drive circuit  and two damping circuits. The 
phase windings are supposed to be connected to the power transmission line. The drive 
circuit is connected to an emf source. The equilibrium equations for voltages in the rotor and 
stator circuits can then be written in a matrix form as follows: 
 0=++
Ψ
eRi
dt
d
,  (6) 
where ),,,,...,,( rQD rrrrrrdiagR =  is a diagonal matrix, r is the resistance of each phase 
winding, rD and rQ are the resistances of the damping circuits, rr is the resistance of the drive 
circuit; [ ]TrQDp iiiiiii ,,,,...,, 21=  is the unknown vector of currents in the SG circuits, ij, 
 j = 1, 2, ..., p, are the phase currents, iD and iQ  are the currents in the dumping circuits, ir  is 
the current in the drive circuit; [ ]Trp eeeee −= ,0,0,,...,, 21  is the known voltage vector, 
1e , 2e , ..., ke2 , pe  are the voltages in the nodes of connection of the phase windings to the 
power transmission line, re  is the voltage of the drive circuit; Ψ  is the magnetic linkage 
vector for SG circuits, such that Li=Ψ , and L is the square matrix of the coefficients of self-
induction and mutual induction for SG circuits, which is a symmetric matrix for physical 
reasons. The elements of matrix L are π - or π2 -periodic functions of angle γ . Angle γ  is 
the angle between the magnetic axis of the first phase winding of SG and the longitudinal 
rotor axis at counter clockwise rotation. 
Equations (6) have periodic coefficients. With the help of the π2 -periodic transformation 
matrix )(γPP CC = , equation system (6) can be rewritten in a rotating dq0 coordinate 
system, which corresponds well to a symmetric nature of the synchronous generator SG 
with poles. Matrix CP has a dimension of p × p and is given by equation (7): 
 
⎪⎩
⎪⎨
⎧
≥=−−−
≥−=−−
=
=
.1,2  if),)1(sin()/2(
;2,12  if),)1(cos()/2(
;1  if,/1
nninjp
nninjp
ip
C ijP
ργ
ργ  (7) 
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In equation (7), Ν∈n , p/2πρ =  is the angle between magnetic axes of adjacent phase 
windings. Here, 
p
p
P
p
C
12
)det(
−
±= , i.e. determinant of matrix PC  is not equal to zero at all 
γ . Matrix )1 ,1 ,1 ,( PCdiagC =  with a dimension of )3()3( +×+ pp  can be obtained by 
complementing matrix PC  by an identity matrix. Let us now pre-multiply equation system 
(6) by matrix C keeping the following designations: Ciidq =0 , Ceedq =0 , 
[ ]TrQDqkdkqdqddq iiiiiiiiiii ,,,,,,,,,, ,,,2,2,1,100 …= , and 
[ ]TrQDqkdkqdqddq eeeeeeeeeee ,,,,,,,,,, ,,,2,2,1,100 …= . Performing a number of trigonometric 
calculations results in equation system (8) below, where dtd /γγω ==   is the rotor angular 
speed.  
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Coefficients 0L ,
)(s
dL , 
)(s
qL , s = 1, 2, ..., k, are now independent of angle γ . The coefficients of 
mutual induction between the phase windings can be sub-divided into k different sets 
(upper index in parentheses) according to the angle between the magnetic axes of phase 
windings that can take k different values: ρ , ρ2 , ..., ρk , ⎥⎦
⎤⎢⎣
⎡
=
2
p
k . E.g., the first set includes 
mutual inductances of the windings, which are adjacent to each another along the stator 
bore, i.e. the angle between their magnetic axes equates ρ  radians. 
Symbol m with a lower index is used in equation system (8) for designation of the other 
coefficients of mutual induction. Symbols s, r, D, Q represent stator windings, drive circuit 
and two damping circuits (corresponding to d-axis and q-axis in the dq0 coordinate system), 
respectively. 
Extraction from equations (8) of the vector of time derivatives of SG phase currents leads to 
the canonical form of the SG model, expressed by equation (3). 
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3.3 Model of multiphase AC-load 
Let us now make use of the transformation matrix CP for derivation of an ac-load model in 
the form of equation (3). Differential equation expressing for ac-load in phase coordinates is 
represented by equation (9): 
 i
dt
d
LRiu +=   (9) 
where ),...,( 1 prrdiagR = ; ),...,( 1 plldiagL = ; [ ]Tpuuu ,...,1= ; [ ]Tpiii ,...,1= ; jr , jl , ju , ji  are the 
resistances, inductances, voltages and currents, respectively, for each phase of the ac-load, 
j = 1, ..., p, 3≥p .  
Pre-multiplying equation (9) by matrix CP and assuming [ ]TqkdkqddqP uuuuuuuC ,,,1,100 ,,...,,,==  and [ ]TqkdkqddqP iiiiiiiC ,,,1,100 ,,...,,,==  results in 
equation (10), written in a dq0 coordinate system: 
 ,000 dqdqdq i
dt
d
MSiu +=   (10) 
where 11 −− += PPPP C
dt
d
LCRCCS , 1−= PPLCCM .  
Finally, pre-multiplying equation (10) by matrix 1−M  would give the mathematical model 
of the ac-load in the canonical form (see equation (3)), where 1−= MB , and  0
1
dqSiMD
−
−= . 
4. Complete mathematical model of wind power system with integrated active 
filter 
4.1 Statement of problem 
In this section, a complete mathematical model will be built for the WPS presented in Fig. 1. 
The canonical form of mathematical models of the power system elements is given by (3). 
Integration of the models of the system elements into the complete mathematical model of 
the multi-phase electric power supply system is performed by means of equation (4).  
Based on both the first Kirchoff’s law and equation (3) for the n-th node of the power 
transmission line, equation (11) can be written under assumption that there are k elements 
connected to this node: 
 nndqn
k
i
inndq
k
i
inndq
DUBDUBI
dt
d
ΣΣ
==
Σ
+=+⎟⎟⎠
⎞
⎜⎜⎝
⎛
= ∑∑ 0
1
0
1
0  (11) 
It follows from (11) that in (4), ΣB  is the block-matrix constructed from matrices nBΣ , vector 
ΣD  is constructed from sub-vectors nDΣ , and vector Σ0dqI  is constructed from sub-vectors 
ndq
I
Σ0
. 
The problem to be solved is thus formulated as developing of mathematical models of the 
AC/DC/AC converter and SMPS in the form (3), with the following integration of the 
developed element models into the mathematical model of the WPS by using equation (4). 
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Note that the active filter 1 model in the form (3) is derived in (Belov et al., 2005). It is also 
proposed to replace harmonic filter 2 with an active filter integrated into the control system 
of the load side voltage inverter (hereafter referred to as the voltage inverter), which 
compensates low frequency voltage and current harmonics. Moreover, the proposed active 
filter enables filtering of high frequency conducted emissions from a single-phase non-linear 
load, in the studied case represented by a switch mode power supply (SMPS) of electronic 
equipment. The active filter integrated in the AC/DC/AC converter is based on the PWM 
technique.  
4.2 Multi-phase B-element concept 
It was shown in (Belov, 1998), (Belov et al., 2005), (Belov, 1993) that most of electric power 
conversion circuits can be represented by a combination of bridge elements or B-elements, 
independently of the number of electrical phases. Thus, an m-phase B-element can be 
defined both by an equivalent graph and by a state scale for the graph edges. The principle 
of how to construct the equivalent graph of a B-element is shown in Fig. 3. 
In general, the equivalent circuit of B-element contains 2m+2 switching elements (see Fig. 3). 
Among them, 2m switching elements are the operating elements. Besides, there are a shunt 
switching element (2m+1) and a switching element referenced as 2m+2, which is connected 
in series with the resistive-inductive load ( loadR , loadL ). Designations 
iR  and iL  stand for 
resistance and inductance of the feeding transformer winding, respectively; 
1S
R , 
2S
R , …, 
22 +mS
R  and 
1S
L , 
2S
L , …, 
22 +mS
L  are the resistances and inductances of typical 
branches of the B-element (see Fig. 3). The bridge element is fed from the p-phase ac-power 
transmission line (p is a prime integer). Here, i = 1, 2, …, m are the nodes where the bridge 
element is connected to the power transmission line. It is clear, that m ≤ p, and when a 
single-phase B-element is connected to the phase voltage, it is assumed that m = 2. 
The equivalent directed graph has three vertices O, D, and E connected with 2m+2 edges. 
The graph is obtained by removing some of the nodes from the equivalent circuit in order to 
combine the B-element typical branches (including the switching elements S1, …, S2m) with 
the branches representing the feeding transformer windings. 
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Fig. 3. Equivalent circuit of m-phase B-element and its equivalent graph. 
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The state scale SΛ  is a row-matrix consisting of 2m+2 elements. Each element characterizes 
the state of a single switching element, and equal to either 1 (closed) or 0 (open). The state 
scale should be related to equivalent graph’s edges, with 1 indicating a conducting edge and 
0 indicating a non-conducting edge. 
The B-element concept is a convenient tool for mathematical modelling of multi-phase 
semiconductor rectifiers, inverters, active filters and complex combinations thereof. 
Mathematical models of single- and three-phase devices are obtained as a particular case of 
multi-phase B-element concept. 
4.3 Integrated active filter 
A functional block diagram of the control system of the voltage inverter is shown in Fig. 4. 
It includes two control channels: channel 1 (low frequency) and channel 2 (high frequency). 
Channel 1 affects switches )(S 13  and 
)(S 14 , and channel 2 affects switches 
)(S 11  and 
)(S 12 . 
Such a channel division is implemented in order to simplify the control system and reduce 
the total cost of the switching elements (transistors). Superscript “(1)” distinguishes the 
switches in the AC/DC/AC converter from those in the voltage inverter. 
Channel 1 forms rectangular pulse train with a duration of 180 electrical degrees, and with 
the fundamental frequency 60 Hz set by sinusoidal voltage Usin, according to the following 
algorithm. Signal Usin is supplied to the input of comparator K1. In case of positive input 
signal, a high-level control signal is formed at the output of K1, which is in its turn supplied 
both to repeater D3 and to logic inverter D4 (element NOT). The signal from D3 is supplied to 
switch )(S 13  to close it. Logic inverter D4 inverts the signal from the K1 output and supplies it 
to switch )(S 14 , thereby to open it. In case of negative input signal, a low-level control signal 
is formed on the output of comparator K1, which, in its turn, passing through D3 and D4 
opens switch )(S 13  and closes switch 
)(S 14 . 
 
D
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D
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U
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out
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3
D
4
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HU
   
t
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t
2
+U
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(U
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-U
out
)
0
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Fig. 4. Functional block diagram of the voltage inverter control system and formation of the 
high frequency pulse train in channel 2 
Channel 2 forms high frequency control pulses with parameters depending on the inverter 
output voltage deviation from the reference voltage, (Usin - Uout). The instant output voltage 
deviation corresponds to the total conducted interference in the node of the load (SMPS) 
connection. Channel 2 is used for controlling the level of harmonic voltages on the inverter 
output. The high frequency control channel, switches )(S 11  and 
)(S 12  along with the output Г-filter of the voltage inverter are the elements of the integrated active filter.  
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The active filter operates against conducted emissions in the following manner. Input 1 of 
summator Sum is supplied with the signal Uout from the voltage sensor placed on the 
inverter output. Input 2 is supplied with current IC from the current sensor, corresponding 
to the current through the capacitor of the output Г-filter (see Fig.1 and Fig. 4). Input 3 of 
summator Sum is supplied with voltage Usin. The summed signal is supplied to comparator 
K2. If the input signal exceeds the threshold level +UH, a high-level control signal is formed 
on the K2 output, which is then supplied both to repeater D1 and to logic inverter D2. The 
signal of D1 is supplied to switch 
)(S 11 , to close it. Logic inverter D2 inverts the signal and 
supplies it to switch )(S 12  thereby opening this switch. If the input signal is below the 
threshold level -UH, a low-level control signal is formed in the K2 output, which by means of 
blocks D1 and D2, opens switch 
)(S 11  and closes switch 
)(S 12 . 
The process of forming the high frequency pulse train in channel 2 is shown in Fig. 4. Let us 
consider this process during the time interval where the positive half-wave of the inverter 
output voltage is formed. Here switch )(S 13  is closed and switch 
)(S 14  is open, and the high-
level control signal is formed in the K2 output (switch 
)(S 11  is closed, and switch 
)(S 12  is 
open). This state of the switches enables discharging of the capacitor of the output Г-filter 
through )(S 11  and 
)(S 13 , to result in lowering the voltage on the load. 
This shows us the role of the output Г-filter as a part of the integrated active filter. The 
voltage signal corresponding to –IC is added to the difference (Usin - Uout), and the summed 
signal UΣ starts to decrease down to the level –UH. When the summed signal in the K2 input 
reaches level –UH, a low-level control signal is formed in the K2 output, so that switch 
)(S 11  is 
closed whereas switch )(S 12  is opened. At this moment of time current IC changes the 
direction and the summed signal UΣ in the K2 input starts to increase up to level +UH. When 
comparator K2 changes its state, a high-level control signal is formed in its output, so that 
switch )(S 11  is opened and switch 
)(S 12  is closed. 
Described above is the single operating cycle of channel 2, where t1 and t2 are the time 
intervals of )(S 11  and 
)(S 12  operation, respectively. On the time interval where the negative 
half-wave is formed, switch )(S 14  is closed and switch 
)(S 13  is opened, so that the whole 
picture of pulse train formation is just mirrored. The frequency of operating cycles depends 
on the output Г-filter parameters and the level of UH of comparator K1. 
4.4 Mathematical model of the AC/DC/AC converter 
An equivalent circuit of the AC/DC/AC converter presented in Fig. 5 is built according to 
the multi-phase bridge-element concept. The studied AC/DC/AC converter is described by 
two bridge elements (B-elements) with typical branches composed from a switching 
element, a resistor and an inductor. The equivalent circuit of the voltage inverter is 
represented by B-element B1, whereas the equivalent circuit of the rectifier is represented by 
B-element B2. Superscript “1” is assigned to the elements of the single-phase voltage 
inverter, and superscript “2” is assigned to the elements of the three-phase rectifier. 
The following designations are used in Fig. 5: 1, 0 are the points of connection of the 
AC/DC/AC converter to the single-phase power line; a, b, c are the points of connection of 
the AC/DC/AC converter to the power generator; ( )11R , ( )10R  are the output resistances of 
the inverter; ( )1
1L , 
( )1
0L  are the output inductances of the inverter; 
( )1
iS , 
( )1
iS
R , ( )1
iS
L  are the 
switching element, resistance and inductance, respectively, placed in the i-th (i = 1, 2, 3, 4) 
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branch of the inverter bridge; ( )15C  is the capacitor to accumulate electric power, performing 
as battery (DC capacitor in Fig. 1); ( )1
5S , 
( )1
5S
R , ( )1
5S
L  are the elements found in the circuit of 
battery ( )15C ; ( )XS 1 , ( )XSR 1 , 
( )X
SL 1
 are the elements corresponding to the output choke of the 
rectifier; ( )2
iS , 
( )2
iS
R , ( )2
iS
L  are the elements placed in the i-th (i = 1, 2,…, 6) branch of the three-
phase rectifier bridge; ( )2
1R , 
( )2
2R , 
( )2
3R  are the input resistances of the rectifier; 
( )2
1L , 
( )2
2L , 
( )2
3L  are the input inductances of the rectifier; 
( )1
7S , 
( )1
7S
R , ( )1
7S
L  are the elements found in the 
circuit of the voltage sensor in the rectifier output. 
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Fig. 5. Equivalent circuit of the AC/DC/AC converter, and its equivalent graph. 
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In Fig. 5 a graph is presented, that corresponds to the equivalent circuit  of the AC/DC/AC 
converter. The main principles of forming the graph are reported in (Belov et al., 2005). 
Thickened arcs in the graph include the elements connected in series, in the equivalent 
circuit. For example, arc ( ) ( )11 DO  consists of two adjacent edges. The first edge includes 
elements ( )1
1L , 
( )1
1R , 
( )1
1S
L , ( )1
1S
R , ( )11S  connected in series, and the second edge includes 
elements ( )1
0L , 
( )1
0R , 
( )1
3S
L , ( )1
3S
R , ( )13S . 
Graphs of B-elements 1B and 2B  are combined in the graph of the AC/DC/AC converter 
by means of chord ( )X1 . Below is the equation for voltages related to the graph edges: 
 CabcS MUNUZIUV +++=   (12) 
where ( )( ) ( )( ) ( )( ) TTXTT VVVV ⎥⎦⎤⎢⎣⎡= ,, 21 , ( )( ) ( )( ) ( )( )
TTXTT IIII ⎥⎦
⎤⎢⎣
⎡
= ,, 21 . Here ( )1V , ( )2V  are the 
vectors of voltages, ( )1I , ( )2I  are the vectors of currents related to the graph edges 
corresponding to 1B  and 2B ; 
( )XV , ( )XI  are the voltage and current, respectively, related to 
edge ( )X1 . Besides, ( )( ) ( )( ) ( )( ) TTXSTSTSS UUUU ⎥⎦⎤⎢⎣⎡= ,, 21 , and ( )1SU , ( )2SU  are the vectors of voltages 
on the switching elements of 1B  and 2B  respectively; 
( )X
SU  is the voltage on the switching 
element of chord ( )X1  (note that ( ) 0=XSU , since this edge is always 
conducting); ( )( ) ( )( ) TTabcTabcabc UUU ⎥⎦⎤⎢⎣⎡= 21 , , ( )1abcU , ( )2abcU  are the vectors of phase voltages in the 
nodes of connection of the first and of the second B-elements to the single-phase power line 
and to the three-phase power generator, respectively (note that both the second and the 
third elements of vector ( )1abcU  are equal to zero); RLjZ += ω , and R , L  are the matrices 
containing resistances and inductances, respectively, related to the graph edges; 
( ) ( ) ( ) ),,( 21 XRRRdiagR = , and ( )1R , ( )2R  are the matrices containing resistances related to 
the graph edges of the respective B–elements, and ( ) ( )XS
X RR
1
=  is the resistance of edge ( )X1 ; 
( ) ( ) ( ) ),,( 21 XLLLdiagL = , and ( )1L , ( )2L  are the matrices containing inductances related to the 
graph edges of the respective B–elements, and ( ) ( )XS
X LL
1
=  is the inductance of edge ( )X1 ; CU  
is the voltage on ( )15C ; M  is the vector which forms the 5th column in the (13×13) unity 
matrix; 
( ) ( )
( ) ⎥⎥⎦
⎤
⎢⎢⎣
⎡
=
XN
NNdiag
N
),( 21
, ( )XN  is the (1×6) null row matrix. Matrices ( )1R  and ( )2R  
have the following structure: 
( )
( ) ( ) ( )
( ) ( ) ( )
( ) ( ) ( )
( ) ( ) ( )
( ) ⎥⎥
⎥⎥
⎥⎥
⎥
⎦
⎤
⎢⎢
⎢⎢
⎢⎢
⎢
⎣
⎡
+−
−+
+−
−+
=
1
1
2
11
2
1
2
1
2
1
1
1
11
1
1
1
1
1
1
1
5
4
3
1
1
0000
000
000
000
000
S
S
S
S
S
R
RRR
RRR
RRR
RRR
R , 
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( )
( ) ( ) ( )
( ) ( ) ( )
( ) ( ) ( )
( ) ( ) ( )
( ) ( ) ( )
( ) ( ) ( )
( ) ⎥⎥
⎥⎥
⎥⎥
⎥⎥
⎥⎥
⎦
⎤
⎢⎢
⎢⎢
⎢⎢
⎢⎢
⎢⎢
⎣
⎡
+−
−+
+−
−+
+−
−+
=
2
2
3
22
3
2
3
2
3
2
2
2
22
2
2
2
2
2
2
2
1
22
1
2
1
2
1
2
2
7
6
5
4
3
2
1
000000
00000
00000
00000
00000
00000
00000
S
S
S
S
S
S
S
R
RRR
RRR
RRR
RRR
RRR
RRR
R . 
Matrices ( )1L  and ( )2L  have a structure similar to matrices ( )1R  and ( )2R . Matrices ( )1N  and 
( )2N  are the following: 
( )
⎥⎥
⎥⎥
⎥⎥
⎦
⎤
⎢⎢
⎢⎢
⎢⎢
⎣
⎡
−
−
=
000
002/1
002/1
002/1
002/1
1N , ( )
⎥⎥
⎥⎥
⎥⎥
⎥⎥
⎥
⎦
⎤
⎢⎢
⎢⎢
⎢⎢
⎢⎢
⎢
⎣
⎡
−
−
−
=
000
100
100
010
010
001
001
2N . 
In order to determine the currents related to the conducting edges of the graph, and the 
voltages of the switching elements on the non-conducting graph edges, matrix operator C is 
constructed as follows:  
( )
( )
( ) ( ) ⎥⎥
⎥
⎦
⎤
⎢⎢
⎢
⎣
⎡
=
1
00
00
21
2
1
XX
B
B
CC
C
C
C , 
where ( )1BC , ( )2BC  are the circuit matrices for independent directed cycles, formed by the 
chords of corresponding B-elements, ( ) ( )[ ]1,, 21 XX CC  is the row-matrix for the independent 
directed cycle corresponding to chord ( )X1 . All non-zero block-matrices forming matrix C 
are built on the basis of state scales ( )1DΛ , ( )1EΛ , ( )1TΛ , ( )2DΛ , ( )2EΛ , ( )2TΛ  corresponding to the 
tree edges of the respective B-elements. Particularly, ( ) ( )11 TX ΛC =  and ( ) ( )22 TX ΛC = . The tree 
edges are collected one by one from adjacent edges that form the thickened arcs of B-
elements. 
Let us consider the formation of state scales on the example of B-element B1. A state scale is 
a row-matrix, with the number of elements equal to the number of edges in a B-element. 
First, the main state scale ( )1SΛ  is formed corresponding to the states of switching elements 
of all B-element edges. After that, the state scales ( )1DΛ  and ( )1EΛ  are formed for the tree 
edges, which are incident to the fundamental cut-sets ( )1D  and ( )1E , respectively, see Fig. 5. 
State scale ( )1DΛ  is constructed from state scale ( )1SΛ  by placing in ( )1DΛ  the first odd (by 
counting) non-zero element of ( )1SΛ , and by assigning zero values to the rest elements. 
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Similarly, row-matrix ( )1EΛ  is constructed from ( )1SΛ , by leaving unchanged the first even (by 
counting) non-zero element of ( )1SΛ , and by letting the other elements be zero-valued. Thus, 
the state scale of the tree becomes the following: ( ) ( ) ( )111 EDT ΛΛΛ += . For example, let us 
assume the edges 1, 4 and 5 to be conducting. In this case, ( ) [ ]110011 =SΛ , 
( ) [ ]000011 =DΛ , ( ) [ ]010001 =EΛ , ( ) [ ]010011 =TΛ . 
In order to construct block ( )1BC  in block-matrix C, corresponding to B-element 1B , it is 
necessary to perform the following operations. State scale ( )1DΛ  is subtracted from the odd 
rows (except the last one) of the unity matrix of the appropriate size, whereas state scale 
( )1
EΛ  is subtracted from the even rows of the unity matrix. State scale ( )1TΛ  should then be 
added to the last row of the obtained matrix. As result, 
( )
⎥⎥
⎥⎥
⎥⎥
⎦
⎤
⎢⎢
⎢⎢
⎢⎢
⎣
⎡
−
−
=
11001
00000
00101
01010
00000
1
BC . 
By rearranging the rows matrix C can be presented by two blocks, i.e. both by matrix CL (for 
independent directed cycles, containing only conducting edges of the graph) and by matrix 
0C  (for independent directed cycles, containing at least one non-conducting edge). Matrices 
LC  and 0C  contain the rows of matrix C with the numbers corresponding to the numbers 
of the elements valued to 1 in state scales LΛ  and OΛ , respectively. State scales ( )1LΛ  and 
( )2
LΛ  corresponding to the closed circuits in the graphs of 1B  and 2B are formed according 
to the following algorithms: ( ) ( ) ( )111 TSL ΛΛΛ −=  and ( ) ( ) ( )222 TSL ΛΛΛ −= . State scale LΛ , 
corresponding to the closed circuits in the graph of the AC/DC/AC converter is formed as 
( ) ( ) ( )[ ]XLLLL ΛΛΛΛ ,, 21= , where ( )1LΛ  and ( )2LΛ  are state scales of B-elements 1B  and 2B , 
respectively, and ( )XLΛ  is the state scale of the graph edge ( )X1 ; here ( ) 1=XLΛ , since this 
edge is always conducting. State scale OΛ  corresponding to the open circuits in the graph 
of the AC/DC/AC converter is formed according to logic expression, 
⎩⎨
⎧
=
=
=
1,0
0,1
iL
iL
iO Λif
ΛifΛ , 
where i is the number of a state scale element, 13,...,2 ,1=i . 
According to the second Kirchoff’s law, 
 0=⎥⎦
⎤⎢⎣
⎡
V
C
C
O
L
  (13) 
The currents related to the edges of the graph of the AC/DC/AC converter are given by (14): 
 [ ] LTL
O
LT
O
T
LC
T IC
I
I
CCICI =⎥⎦
⎤⎢⎣
⎡
⋅== ,   (14) 
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where CI  is the vector of currents related to all independent directed cycles in the graph, LI  
and OI  are the vectors of currents related to closed and open circuits in the graph, 
respectively. By definition, elements of vector OI  are always set to zero. Substitution of (12) 
and (14) into (13) leads to (15): 
 0=⎥⎦
⎤⎢⎣
⎡
+⎥⎦
⎤⎢⎣
⎡
+⎥⎦
⎤⎢⎣
⎡
+⎥⎦
⎤⎢⎣
⎡
C
O
L
abc
O
L
L
T
L
O
L
S
O
L
MU
C
C
NU
C
C
IZC
C
C
U
C
C
  (15) 
Let us now rewrite (15) in time domain, taking into account RLpZ +=  and 0=CLUC , with 
p  as the differentiation operator: 
 0=+++ CLabcLLLLL UMUNIRI
dt
d
L   (16) 
 0=++++ COabcOLOLOO UMUNIRI
dt
d
LU   (17) 
where SOO UCU = , 
T
LLL LCCL = , 
T
LLL RCCR = , NCN LL = , MCM LL = , 
T
LOO LCCL = , 
T
LOO RCCR = , NCN OO = , MCM OO = . Equation (16) can be modified into (18), which is 
being subsequently substituted into (17) results in equation (19) for currents )(tIL  related to 
conducting edges and for voltages )(tUO  across the non-conducting edges of the graph. 
 ( )CLabcLLLLL UMUNIRLI
dt
d
++−= −1   (18) 
 
⎪⎩
⎪⎨
⎧
++=
++=
CMabcNLOO
CMabcNLLL
ULULIZU
ULULIZI
dt
d
OO
LL   (19) 
where LLL RLZ
1−
−= , OLLOO RRLLZ −=
−1 , LLN NLL L
1−
−= , and OLLON NNLLL O −=
−1 , 
LLM MLL L
1−
−= , OLLOM MMLLL O −=
−1 . System of equations (19) should be supplemented 
with differential equation (20) for voltage on capacitor ( )15C : 
 LCC ICU
dt
d
L
=   (20) 
where ( )
T
L
T
C CM
C
C
L 1
5
1
= . Combination of the first equation from system (19) with equation 
(20) leads to system of equations (21): 
 
⎪⎩
⎪⎨
⎧
++=
⎟⎟⎠
⎞
⎜⎜⎝
⎛
⎟⎟⎠
⎞
⎜⎜⎝
⎛
+⎟⎟⎠
⎞
⎜⎜⎝
⎛
=⎟⎟⎠
⎞
⎜⎜⎝
⎛
CMabcNLOO
C
L
C
ML
abc
N
C
L
ULULIZU
U
I
C
LZ
U
L
U
I
dt
d
OO
L
LL
00   (21) 
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Multiplication of the first equation in system (21) by TLC  and taking into account (14), result 
in (22): 
 CM
T
LabcN
T
LLL
T
L ULCULCIZCI
dt
d
LL
++=   (22) 
In order to obtain the phase currents, equation (22) is left-sided multiplied by matrix 
( ) ( )( )0,, 21 FFdiagF = , which consists of blocks, as follows: 
( )
⎥⎥
⎥
⎦
⎤
⎢⎢
⎢
⎣
⎡ −
=
00000
00000
00011
1F  and ( )
⎥⎥
⎥
⎦
⎤
⎢⎢
⎢
⎣
⎡
−
−
−
=
0110000
0001100
0000011
2F . 
Equation (23) is the result of the left-sided multiplication: 
 CLMLabcLNLLZLabc UFUFIFI
dt
d
++=   (23) 
where ( )( ) ( )( ) TTabcTabcabc III ⎥⎦⎤⎢⎣⎡= 21 , , and ( )1abcI , ( )2abcI  are the vectors of phase currents in the nodes 
where 2B  and 1B  are connected to the corresponding power lines; L
T
LZL ZFCF = , 
LN
T
LLNL LFCF =  and LM
T
LLML LFCF = . 
Let us now make transformation of the three-phase coordinate system to the rotating dq0 
coordinate system. This is done by means of matrix operator dqC : 
 ( ) CLMLdqdqLNLLZLdqdq UFUCFIFIC
dt
d
++= −− 11   (24) 
where ( )ppdq CCdiagC ,= ; pC  is the Park’s transformation (Park, 1929); 
( )( ) ( )( ) TTdqTdqdq III ⎥⎦⎤⎢⎣⎡= 21 , , and ( )( ) ( )( )
TT
dq
T
dqdq UUU ⎥⎦
⎤⎢⎣
⎡
=
21 ,  are the vectors of images of phase 
currents and voltages in the dq0 coordinate system. A number of simple mathematical 
manipulations with (24) result in (25): 
 ( ) dqdqdqCLMLdqdqPLNLdqLZLdqdq IC
dt
d
CUFCUCFCIFCI
dt
d 11 −−
−++=                 (25) 
According to (20), 
 L
T
Ldqdqabcdqdq IFCCFICICI ===   (26) 
Substitution of (26) into (25) leads to (27): 
 ( ) CLMLdqLTLdqdqdqZLdqdqdqLNLdqdq UFCIFCCC
dt
d
CFCUCFCI
dt
d
+⎭⎬
⎫
⎩⎨
⎧
−+= −− 11   (27) 
At last, (27) can be represented in canonical form (3): 
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 DBUI
dt
d
dqdq +=   (28) 
where 1−= dqLNLdq CFCB , ( ) CLMLdqLTLdqdqdqZLdq UFCIFCCC
dt
d
CFCD +⎭⎬
⎫
⎩⎨
⎧
−=
−1 . Combination of (28) 
with equations (21) results in system of equations (29): 
 
⎪⎪
⎪
⎩
⎪⎪
⎪
⎨
⎧
++=
⎟⎟⎠
⎞
⎜⎜⎝
⎛
⎟⎟⎠
⎞
⎜⎜⎝
⎛
+⎟⎟⎠
⎞
⎜⎜⎝
⎛
=⎟⎟⎠
⎞
⎜⎜⎝
⎛
+=
−
−
CMdqdqNLOO
C
L
C
ML
dqdq
N
C
L
dqdq
ULUCLIZU
U
I
C
LZ
UC
L
U
I
dt
d
DBUI
dt
d
OO
L
LL
1
1
00
  (29) 
Equation system (29) is a system of differential and algebraic equations. It represents the 
mathematical model of the AC/DC/AC converter, connected to the three-phase power 
generator and to the single-phase power line. 
Let us now consider interaction between the model of the AC/DC/AC converter (29) and 
the mathematical model of the control system of the voltage inverter, and thereby 
realization of high frequency channel control functions as the main element of the integrated 
active filter. According to the functional block diagram of the voltage inverter control 
system presented in Fig. 4, the main state scale for B-element 1B  is formed according to the 
following algorithm: 
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where ( )[ ]
prevS
Λ 1
1
 is the previous state of ( )1
1S
Λ . Notice that ( ) 11
5
=SΛ  since there is element ( )15C  
in the 5th edge of the graph. The main state scale of B2 is formed according to the following 
algorithm: 
 ( )
( )
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⎧
≤
>
=
0,0
0,1
2
2
2
i
i
i
S
S
S Iif
UifΛ   (31) 
where i is the number of the state scale element, 6,...,2 ,1=i . 
4.5 Mathematical model of SMPS 
An equivalent circuit of a switch mode power supply (Gottlieb, 1994) is shown in Fig. 6.  
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Fig. 6. Equivalent circuit of the SMPS. 
The following designations are used in the figure: 0 and 1 are the nodes of connection of the 
SMPS to the single-phase power line; ( )11R  and ( )10R  are the input resistances; ( )11L  and 
( )1
0L  
are the input inductances; ( )1
iS , 
( )1
iS
R , and ( )1
iS
L  are the switching element, resistance and 
inductance, respectively, in the i-th (i = 1, 2, 3, 4) section of the rectifier bridge; ( )15C  is the 
smoothing capacitor; ( )1
5S , 
( )1
5S
R  and ( )1
5S
L  are the elements present in the smoothing capacitor 
circuit; ( )XS 1 , ( )XSR 1  and 
( )X
SL 1
 are the switching element, resistance and inductance, 
respectively, of the output choke of the rectifier; elements ( )2
1S , 
( )2
1S
R  and ( )2
1S
L  represent a 
MOSFET; elements ( )2
2S , 
( )2
2S
R  and ( )2
2S
L  model the load, referred to the primary winding of 
the SMPS transformer; elements ( )2
3S , 
( )2
3S
R  and ( )2
3S
L  model the damping circuit of the 
MOSFET; ( )2
4S , 
( )2
4S
R  and ( )2
4S
L  represent the load damper, including a diode; elements ( )2iS , 
( )2
iS
R  and ( )2
iS
L  are related to the voltage sensors (i = 5, 6, 7). 
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Let us apply the multi-phase bridge-element concept for building of the graph of the SMPS 
equivalent circuit. It can be shown that the resulting graph would be fully similar to the one 
presented in Fig. 5. Therefore, the mathematical model represented by (29) can be applied in 
SMPS analysis with the minor changes shown below. In case of SMPS, matrices ( )2R , ( )2L  
corresponding to 2B , and matrix N are 
( ) ( ) ( ) ( ) ( ) ( ) ( ) ( )( )22222222
7654321
,,,,,, SSSSSSS RRRRRRRdiagR = , 
( ) ( ) ( ) ( ) ( ) ( ) ( ) ( )( )2222222
7654321
2 ,,,,,, SSSSSSS LLLLLLLdiagL = , ⎥⎥⎦
⎤
⎢⎢⎣
⎡
=
0
)1(N
N , where the structure of matrix ( )1N  
is alike the case of AC/DC/AC converter, and the null-matrix has a size of (8×3). 
Furthermore, ( )1abcabc UU = , 
( )1
abcabc II = , 
( )1
dqdq II = , 
( )1
dqdq UU = , where 
( )1
abcU , 
( )1
abcI  are the vectors 
of phase voltages and currents, respectively, in the node of SMPS connection; ( )1dqI , 
( )1
dqU  are 
the vectors of images of phase currents and phase voltages, respectively, in the dq0 co-
ordinate system. Transition matrix pdq CC = , where pC  is the Park’s transformation 
operator.  
The main state scale of B1 is formed according to the algorithm, given by (31). For the SMPS 
model, however, the number of the state scale element, 4,3,2 ,1=i . Here, ( ) 11
5
=SΛ , since 
there is element ( )15C  in the 5th edge of the graph of B-element 1B . According to the 
operation principles of switching elements included in the edges of the B2 graph, the main 
state scale for B2 is formed with the algorithm provided in (32): 
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where ( )2
1S
Λ  is an element of the state scale corresponding to the edge that includes the 
MOSFET; ( )tfS  is the logic function of time supplying the switching function for the 
MOSFET; element ( )2
2S
Λ  corresponds to the edge that includes the SMPS load referred to the 
primary winding of the SMPS transformer (this edge is always conducting); ( )2
3S
Λ  
corresponds to the damping circuit of the MOSFET (this edge is conducting, when the edge 
corresponding to the MOSFET is non-conducting, and vice versa); ( )2
4S
Λ  corresponds to the 
edge including the damping circuit of the load and the diode (the state of this edge depends 
on the diode state, i.e. conducting or non-conducting), whereas state-scale elements ( )2
5S
Λ , 
( )2
6S
Λ , and ( )2
7S
Λ  correspond to the edges designed for voltage measurement respectively on 
the MOSFET (this edge is always non-conducting), on the load (this edge is always non-
conducting) and on the output of the single-phase diode rectifier (this edge is always non-
conducting). 
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4.6 Numerical results 
The mathematical model of the integrated active filter is investigated by means of two 
numerical tests. The task of the first test is to show that the SMPS and the AC/DC/AC 
converter produce significant conducted emissions in WPS powered from the synchronous 
generator having a small power.  
For demonstration purposes the SMPS is not equipped with an input filter, to simulate the 
situation when high frequency emissions from a non-linear load are present in the power 
line. The task of the second test is to check efficiency of the integrated active filter to ensure 
an appropriate power quality and EMC in the WPS. 
Let us first introduce the parameters of the WPS presented in Fig. 1. The power system 
includes a synchronous generator with nominal power of 1 kW, nominal voltage of 220 V 
and fundamental frequency of 60 Hz. Parameters of generator are provided in (Belov et. al., 
2009). 
Harmonic filter 1 is a symmetrical three-phase harmonic filter consisting of three resonant 
sections tuned to 5th, 7th, 11th harmonics and a parallel capacitor in each electric phase. 
RLC parameters of the section containing the parallel capacitor are (0.07 Ω, 2.86 μH, 4.5 μF). 
RLC parameters of the resonant sections are (2.68 Ω, 184.45 mH, 1.26 μF) for resonance 
frequency 300 Hz, (3.12 Ω, 195.08 mH, 0.74 μF) for resonance frequency 420 Hz, and 
(16.02 Ω, 24.68 mH, 2.36 μF) for resonance frequency 660 Hz. 
A diode rectifier bridge is taken as the rectifier. The diode parameters are the same for all 
the diodes: ( )2
1S
R =...= ( )2
6S
R = 1 mΩ, ( )2
1S
L =...= ( )2
6S
L = 5.26 mH. Inductance of the output choke of 
the rectifier is ( )X
SL 1
= 44.4 mH.  
The single-phase inverter has the following parameters: the capacitor acting as the battery, 
( )1
5C  = 1000 μF; equivalent parameters of the switching elements: ( )11SR  =...= ( )14SR  = 10 μΩ, 
( )1
1S
L  =...= ( )1
4S
L  = 9.86761 μH. Parameters of the output Г-filter are L = 1 mH, and C = 30 μF. 
Threshold level UH in the inverter control system is taken to be 4 mV. 
An electronic product with a 0.075 kW SMPS having the switching frequency 25 kHz is 
considered. Such a circuit is provided in (Gottlieb, 1994) (Verhees, 2003). 
Results of numerical testing of the mathematical model are provided in Fig. 7 and Fig. 8, 
where symbols “1” and “2”correspond to the first test and to the second test, respectively.  
Analysis of the diagrams reveals high efficiency of the integrated active filter.  
The first test resulted in the total harmonic distortion (THD) of voltage on the generator 
terminals to be THD = 0,069956. In the second test the result was THD = 0,00199. Here a 
complex effect of the active filter on the conducted emissions in the power network has to be 
noticed. Conducted emissions both from the SMPS and from the voltage inverter of the 
AC/DC/AC converter are suppressed. As can be seen in Fig. 8, the higher order harmonics 
almost disappeared after filtering (white bars). In addition, the weight and the dimensions 
of the equipment enabling the high frequency channel of the voltage inverter are much less 
than those of harmonic filter 2 designed for the WPS shown in Fig. 1. 
5. Conclusion 
The methods and models for computer aided design of wind power systems for 
electromagnetic compatibility and power quality presented in this chapter can be 
summarized as follows. 
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Fig. 7. Voltage diagrams in the SMPS input obtained in tests 1 and 2: the time interval 
between 0.1825 s and 0.2 s (left) and between 0.185 s and 0.19 s (right). 
 
 
 
 
 
 
 
 
 
 
Fig. 8. Voltage spectra in the SMPS input obtained in tests 1 and 2: low frequencies (left) and 
high frequencies (right). 
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The iterative spectral technique for power quality and EMC design takes into account 
changes in the wind power system frequency response during the design procedure. In 
general, the proposed technique is independent of the circuit of the designed filters. It can be 
used for designing passive, active and hybrid filters. Further development and 
generalization of this technique will enable creating universal CAD tools for robust system 
design. 
The multi-phase bridge-element concept for modelling of independent electric power 
systems with complex power conversion schemes does fully describe the features of wind 
power systems with AC/DC/AC converter and an SMPS taken as a load. This concept leads 
to the compact form of the mathematical model of the wind power system represented by 
the system of ordinary differential equations based on the algebraic calculations and the 
special algorithm. The algorithm for determining the coefficients of the differential 
equations enables realization of the PWM technique in the models of control systems for 
wind power system elements. 
The mathematical model of the active power filter integrated into the voltage inverter was 
derived using the B-element concept. In a wind power system including an AC/DC/AC 
converter, it is both technically and economically rational to use integrated active filters 
based on pulse-width modulation. When designing such a filter a very precise choice of 
parameters is required for the high frequency channel of the voltage inverter control system, 
which can only be achieved by using the complete mathematical model of the whole power 
system. 
A mathematical model of a multi-phase synchronous generator was introduced as well as a 
model of a multi-phase ac-load. The system’s elements were integrated into the complete 
model of a multi-phase electric power supply system. This was achieved both by presenting 
all element models in the canonical form in dq0 coordinate system and by means of the 
equations for multi-phase power transmission line. 
The computational experiments demonstrated the efficiency of the developed mathematical 
model in designing of the power quality and EMC in the wind power system. 
Results of the presented theoretical study and computational experiments supported by the 
results published earlier by the authors set a framework for computer-aided design of wind 
power systems with specified power quality and levels of conducted emissions.  
The developed methods and models for computer aided design of wind power systems 
provide a full set of tools for the specialists working with variant design of wind power 
systems for EMC and power quality, in early design phase. In particular, the developed 
multi-phase bridge-element concept enables formalization of complex procedures of 
mathematical modelling multi-cascade circuits of active filters. 
The reported iterative spectral technique along with the standard form of models of wind 
power system elements, based on the multi-phase bridge-element concept and dq0 rotating 
coordinate system, enable conditions for developing both a user interface and a set of 
mathematical models for computer aided design tools in the area of wind power system 
design. 
Further theoretical work on developing computer aided design tools for power quality and 
EMC design could be done in the following areas: 
• Realization of fast numerical integration methods for systems of ordinary differential 
equations. 
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• Extension of the set of mathematical models via implementation of standard forms of 
equations for asynchronous motors, DC drives, and various electro-mechanical devices.  
• Development of formal criteria for more efficient decision making during the variant 
analysis within the iterative spectral technique. 
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